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Text Box
Record plans were reviewed on 3/20/14 by GA.  
There were notes on page 4 for the removal of asbestos-containing caulking and miscellaneous ACM
On page 59, there are asbestos removal notes for the removal of caulk.







gandrews
Pencil















































































































gandrews
Pencil

gandrews
Pencil

gandrews
Pencil











































 
 
 

   

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

BIN 1093572 
 

I-81 (Former I-481) NB over Conrail Railroad 
 
  



 

May 24, 2022 
 

1 

 
BIN 1093572  

Location: I-481 NB over CSX Railroad Yard 
NYSDOT D031085 PIN 3501.60 - I-81 Viaduct Replacement or New Urban Arterial  

City of Syracuse, Onondaga County 
Bridge Asbestos Assessment Results 

 
Asbestos containing materials have been identified on this bridge.   
 
ITEM DESCRIPTION QUANTITY 
210.481201 Removal and Disposal of Miscellaneous ACM (BV14) – Sheet 

Packing 
76 SQ FT 

210.3413 Removal and Disposal of Caulking ACM (BV14) – (Found 
around the guiderail base plates. Material was to have been 
removed during the 2002 rehabilitation project.  Remaining 
quantity is unknown.)   

LUMP SUM 

210.481202 Removal and Disposal of Miscellaneous ACM (BV14) – 
Bituminous Joint Filler (Assumed to be ACM  based on record 
plan review.) 

47 SQ FT 

 
The following summarizes the results of the most recent asbestos survey and record plan review.  
 
Watts Inspection Findings (February/March 2014) 
A bridge inspection was completed on 2/10/2014 and 3/19/2014 and the following suspect 
ACMs were identified and sampled: 

• Bearing pad 
• Sheet packing 
• Green bridge paint 
• Off-while/Grey masonry paint 
• Vinyl drain pipe 
• Beige paint on deck sidewalls 

 
Laboratory analysis indicated that the sheet packing sampled by Watts was confirmed positive for 
asbestos.  The other listed materials were not positive for asbestos, per laboratory analytical 
results.  Watts inspected the guiderail base plates but could not find any guiderail base plate 
caulk during our inspection.  The Design Builder should be aware and revisit the associated 
location(s) during the work. 
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Review of Historic Plans and Previous Asbestos Survey Information 
• The record plans (FISH 70-7, D251438, D259214) were reviewed in support of the field 

survey. The following suspect ACMs were identified: 
 Compressed asbestos sheet packing 
 Bituminous joint filler 
 Caulking compound (Indicates that this material [150 linear feet] is to be removed 

based on the reviewed rehabilitation plans dated 2002. Small amounts may still 
remain under some railing base plates). 

 
• A previous asbestos survey competed by LaBella in 1998 was reviewed in support of this 

project.   
 Bridge paint 
 Compressed asbestos sheet packing 
 Caulking compound (Guide rail base plates) 
 Joint filler 
 Masonry coating 
 Bearing pad 

 
Laboratory analysis indicated that the sheet packing and guiderail caulk was confirmed 
positive for asbestos. 

 





Analyzed
Date   Asbestos  Fibrous   Non-FibrousTest Color

Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141401420
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

Attn: Scott Matthews
Watts Architecture & Engineering
2610 Salina Street
Syracuse, NY 13205

Received: 04/04/14 12:00 PM

13092 / I-81 Viaduct Replacement or New Urban Renewal, BIN 1093572 (481 NB Over CSX RR Yard)

Fax: (315) 443-8605
Phone: (315) 443-8611

Project:

4/11/2014Analysis Date:
2/10/2014Collected:

1093572-1
141401420-0001

Description bearing pad

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 
/Green 

Brown 
/Green 

Sample ID
Homogeneity Heterogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-2
141401420-0002

Description bearing pad

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-3
141401420-0003

Description bearing pad

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-4
141401420-0004

Description sheet packing

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Not Analyzed

Black 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

9.9%  Chrysotile

9.9% Total

1093572-5
141401420-0005

Description sheet packing

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Positive Stop (Not Analyzed)

Not Analyzed

Sample ID
Homogeneity

PLM NYS 198.6  VCM Not Analyzed

Page 1Test Report 198VCM-7.30.0  Printed: 4/11/2014 9:39:52 AM

Initial Report From 04/11/2014  09:10:41
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  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141401420
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1093572-6
141401420-0006

Description sheet packing

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Positive Stop (Not Analyzed)

Not Analyzed

Sample ID
Homogeneity

PLM NYS 198.6  VCM Not Analyzed

1093572-7
141401420-0007

Description green girder paint

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Green 

Green 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-8
141401420-0008

Description green girder paint

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Green 

Green 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-9
141401420-0009

Description green girder paint

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Green 

Green 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-10
141401420-0010

Description off-white/grey masonry paint

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray /White 

Gray /White 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-11
141401420-0011

Description off-white/grey masonry paint

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray /White 

Gray /White 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

Page 2Test Report 198VCM-7.30.0  Printed: 4/11/2014 9:39:52 AM
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  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141401420
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1093572-12
141401420-0012

Description off-white/grey masonry paint

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Gray /White 

Gray /White 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-13
141401420-0013

Description vinyl drain pipe

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Insufficient Residue

Insufficient Residue

Sample ID

Final Residue <1% of original subsample – Non-ACM

Homogeneity

PLM NYS 198.6  VCM Not Analyzed

1093572-14
141401420-0014

Description vinyl drain pipe

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Insufficient Residue

Insufficient Residue

Sample ID

Final Residue <1% of original subsample – Non-ACM

Homogeneity

PLM NYS 198.6  VCM Not Analyzed

1093572-15
141401420-0015

Description vinyl drain pipe

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Brown 

Brown 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-16
141401420-0016

Description beige paint on deck sidewalls

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Beige 

Beige 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

1093572-17
141401420-0017

Description beige paint on deck sidewalls

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Beige 

Beige 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed
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  Asbestos  Fibrous   Non-FibrousTest Color
Non Asbestos

Test Report:Asbestos Analysis of Bulk Material

EMSL Analytical, Inc.
490 Rowley  Road, Depew, NY 14043
Phone/Fax: (716) 651-0030 / (716) 651-0394
http://www.EMSL.com buffalolab@emsl.com

141401420
CustomerID: WATT50A
CustomerPO:
ProjectID:

EMSL Order:

1093572-18
141401420-0018

Description beige paint on deck sidewalls

PLM NYS 198.1 Friable

PLM NYS 198.6  NOB

TEM NYS 198.4  NOB

4/8/2014

4/11/2014

Not Analyzed

Inconclusive: None Detected 

None Detected

Beige 

Beige 

Sample ID
Homogeneity Homogeneous

PLM NYS 198.6  VCM Not Analyzed

-In New York State, TEM is currently the only method that can be used to determine if NOB  materials can be considered or treated as non-asbestos containing.  
All samples examined for the presence of vermiculite when analyzed via NYS 198.1.
-NYS Guidelines for Vermiculite containing samples are available at http://www.wadsworth.org/labcert/elapcert/forms/VermiculiteInterimGuidance_Rev070913.pdf 
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by 
EMSL.  EMSL bears no responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples 
were received in good condition unless otherwise noted.
This report must not be used by the client to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. This report may contain 
data that is not covered by the NVLAP accreditation.

Rhonda McGee, Laboratory Manager
or other approved signatory

Analyst(s)

NOB = Non Friable Organically Bound     N/A = Not Applicable   VCM = Vermiculite Containing Material  

Rachel  Giese

Rhonda  McGee

Samples analyzed by EMSL Analytical, Inc. Depew, NY NYS ELAP 11606
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BIN 1093572 Inspection Photos 
 

I-81 (Former I-481) NB over Conrail Railroad 
 
  



Photo 1        

   

 

 

Photo 2 
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Photo 5 

 

 

 

Photo 6        

   

 

 

 

 

 



Photo 7 
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gandrews
Text Box
Record plans were reviewed on 3/20/14 by GA.  The following suspect ACM was identified:
Waterstop (Type D, A and CA) - pages 5, 6, 7 and 32
Premoulded bituminous joint filler - page 7
Compressed asbestos sheet packing - page 32
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gandrews
Text Box
Record plans were reviewed on 3/20/14 by GA.  No suspect ACM was identified.















gandrews
Text Box
Record plans were reviewed on 3/20/14 by GA.
There were notes on page 4 for the removal of asbestos-containing caulking and miscellaneous ACM.
On page 59, there are asbestos removal notes.
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